INSTALLATION

How to connect the sensors
Connect the sensor provided as shown in the diagram. For remote connections use c €

a standard 0.5-square millimeter two-pole wire , taking great care  over the SL 2.0
connections, by insulating and sealing the joins carefully. -0.C.- is displayed when the Sy

temperature sensor wiring is open, -S.C.- is displayed when the temperature sensor o0-10v Propomonal thermostat
wiring is short circuit.

Handbook
How to connect the line
Connect line on terminals L-N.
Protect supply with adequate fuse. MAIN SETTING (Run Mode)
How to connect the contacts (% TEMPERATURE SETTING
Connect terminals on the terminal block (contacts up to 4AMP.AC1). Press SET (key lamp flashes): this message will be displayed

instead of the ° Set temperature value.
Press + or - to modify, press SET to escape.
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* Other power voltage if you required, [ -(OuiPuT > e
* 4-20mA humidity probe A
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= B 1000hm resistor Press TEMP key for at least 2 seconds to display % insert ( PErC message will be
(not included) displayed instead of the infra-red lamps power % inserction).
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